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We have been passed the attached Product Advisory from Solar Turbines,
relating to a potential personnel safety issue resulting from an uncontained
compressor section failure, which could involve risk of damage to property
and serious bodily injury or death.

Solar Turbines

A Caterpillar Company

PRODUCT ADVISORY
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NOTICE: The Type of Change and Recommended Compliance specified
reflects Solar's best judgment regarding this Product Advisory. All
questions should be directed to your local Solar District Office.
Solar, Saturn, Centaur, Taurus, Mercury, Mars, Titan, SoLoNOx, and
Turbotronic are trademarks of Solar Turbines Incorporated. Cat and
Caterpillar are trademarks of Caterpillar Inc. Specifications subject
to change without notice

NUMBER: 8.71112

ISSUED: March 2002

REVISED:

PRODUCT: Saturn

MODEL(S): All

Specifics:

SUBJECT: SATURN ENGINE SAFETY NOTICE

Type of Change: Product Safety

Recommended
Compliance: Immediate

To alert users to a potential personnel safety issue resulting from an uncontained
Purpose: compressor section failure, which may involve risk of damage to property and

serious bodily injury or death.

GENERAL INFORMATION:

This Product Advisory is intended to inform users of an incident that is currently under
investigation by Solar Turbines Incorporated. The information contained herein is not
final. When the investigation is completed, you will receive supplemental information in
the form of an updated Product Advisory or a Service Bulletin. The Type of Change and
Recommended Compliance specified reflects Solar's best judgment regarding the Product
Advisory. All questions should be directed to your Solar Field Service District Manager.

There are currently over 2100 Satwrn I0) single-shaft engines operating in power generation
applications worldwide with approximately 174 million total operating hours.

During March 2002, a Solar Saturn 10 single-shaft gas turbine experienced an uncontained
compressor section failure at a customer site, which resulted in metal fragments penetrating the
compressor casing. Initial reports were that this resulted in a fatality. The reported equipment
damage was limited to the Sarurn package.

Solar has initiated a failure investigation of this incident. Solar will provide additional
information to users by way of an updated Product Advisory when all relevant data has been
analyzed and the root cause(s) have been determined. Any operational recommendations will be
communicated in a Service Bulletin.
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Figure 1. Typical Satum 10 Generator Set

IMCA Safety Flashes summarise key safety matters and incidents, allowing lessons to be more easily learnt for the benefit of the entire offshore industry.

The effectiveness of the IMCA Safety Flash system depends on the industry sharing information and so avoiding repeat incidents. Incidents are classified
according to IOGP's Life Saving Rules.

All information is anonymised or sanitised, as appropriate, and warnings for graphic content included where possible.

IMCA makes every effort to ensure both the accuracy and reliability of the information shared, but is not be liable for any guidance and/or recommendation and/or
statement herein contained.

The information contained in this document does not fulfil or replace any individual's or Member's legal, requlatory or other duties or obligations in respect of their
operations. Individuals and Members remain solely responsible for the safe, lawful and proper conduct of their operations.

Share your safety incidents with IMCA online. Sign-up to receive Safety Flashes straight to your email.


https://www.imca-int.com/
https://www.imca-int.com/

